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GENERAL NOTES:

A. PULSE PRODUCTS DOES NOT ASSUME RESPONSIBILITY
FOR THE INTERPRETATION OF THIS CALCULATION OR
COMPLAINCE TO THE LOCAL, STATE, OR FEDERAL
LIGHTNG CODES OR ORDINANCES.

B. LIGHTING LAYOUT IS NOT INTENDED FOR CONSTRUCTION
DOCUMENTS BUT ONLY TO ILLUSTRATE THE PERFORMANCE
OF THE PRODUCT.

C. ALL READINGS/CALCULATIONS SHOWN ARE SHOWN ON
OBJECTS/SURFACES. C
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Luminaire Schedule
Symbol Qty Label Arrangement LLF Description

Calculation Summary
Label CalcType Units

Arr. Watts Lum. Lumens

Avg Max Min Avg/Min Max/Min
SITE GROUND Illuminance Fc 1.77 12.0 0.0 N.A. N.A.
WEST PARKING

5

Illuminance Fc 2.10 3.4

AA4 Single 0.900 NLS NOV-2-T4-32L-7-35K MOUNT ON 10FT POLE 71 7526

1.1 1.91

10 BB Single 0.900 NLS SSX-4-6R-SL-16L-7-35K SEASIDE BOLLARD 42 35 2030
3 CC5 Single 0.900 NLS GRD-T5-20L-35K SURFACE MOUNT AT APPROX 9FT 67 6164
2 DD5 Single 0.900 NLS NV-2-T5-80L-7-35K MOUNT ON 20FT POLE WITH 2FT BASE 168 19713
4 FF2 Single 0.900 NLS NV-W-T2-16L-1-35K-UNV WALL MOUNT AT APPROX 12FT 56.06 5970
10 GG Single 0.900 LIGMAN VK-30002-M-W35 WALL MOUNT AT APPROX 45FT IN UPLIGHT POSITION 27.9 2435
10 WP4 Single 0.900 NLS NV-W-T4-16L-35-40K-UNV WALL MOUNT AT 8FT 19 2618

3.09

Plan View
Scale: 1 inch= 25 Ft.
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0.0 0.0 0.0 0.0 0.0 0.0 0.0 0.0 0.0 0.0 0.1 0.1 0.1 0.1 0.4 0.5 0.2 0.1 0.0 0.0 0.0 0.0 0.0 0.0 0.0 0.0

0.0 0.1 0.1 0.3 0.2 0.3 0.2 0.1 0.1 0.1 0.1 0.1 0.1 0.3 1.9 6.3 0.9 0.4 0.2 0.1 0.0 0.0 0.0 0.0 0.0 0.0

0.1 0.1 0.7 1.1 1.4 1.1 0.7 0.2 0.2 0.3 0.3 0.3 0.3 0.3 1.8 3.2 2.0 2.0 0.9 0.2 0.0 0.0 0.0 0.0 0.0 0.0

0.1 0.2 0.8 2.7 3.6 2.7 0.7 0.4 0.5 0.6 0.6 0.6 0.5 0.4 0.4 2.9 9.0 4.5 1.4 0.1 0.1 0.1 0.2 0.3 0.2 0.1

0.1 0.2 0.6 2.5 4.5 2.3 0.8 0.7 0.8 1.0 1.4 1.6 1.2 0.2 0.3 0.6 2.1 1.0 0.1

0.1 0.3 0.5 0.8 1.2 1.1 1.1 1.0 1.2 1.7 3.0 5.4 2.9 1.0 1.5 0.8 5.5 1.5 0.2

0.2 0.3 0.6 0.9 1.1 1.3 1.5 1.5 1.8 2.5 5.5 11.9 5.1 1.7 2.2 0.6 0.7 0.5 0.1

0.2 0.4 0.6 1.0 1.3 1.6 1.9 2.1 2.3 2.8 4.9 9.2 4.4 3.2 3.0 1.0 1.5 0.7 0.2

0.2 0.4 0.6 1.0 1.4 1.8 2.3 2.8 2.9 2.9 3.7 4.5 3.1 6.7 4.1 1.6 3.9 1.6 0.2

0.2 0.4 0.6 0.9 1.4 1.9 2.7 3.3 3.1 3.1 4.0 5.9 3.6 5.2 4.7 1.2 1.2 0.6 0.2

0.2 0.4 0.6 0.9 1.4 1.9 2.4 2.9 3.0 3.4 6.0 11.6 5.4 3.6 4.5 1.0 1.0 0.6 0.2

0.2 0.4 0.6 1.0 1.3 1.6 2.0 2.2 2.4 3.0 5.3 10.3 5.0 4.2 4.6 1.4 6.3 1.5 0.2

0.2 0.4 0.6 0.9 1.1 1.4 1.6 1.7 1.9 2.5 4.0 6.8 6.8 6.3 4.7 1.5 2.0 0.9 0.2

0.2 0.4 0.6 0.8 1.0 1.2 1.3 1.3 1.5 2.2 4.5 10.5 10.3 7.5 6.7 2.1 0.9 0.5 0.1

0.2 0.4 0.5 0.7 0.9 1.1 1.1 1.1 1.4 2.0 4.6 9.9 11.2 7.7 10.1 2.7 4.5 1.4 0.2

0.2 0.4 0.5 0.7 0.9 1.0 1.1 1.1 1.3 1.7 2.9 5.2 4.2 7.1 4.3 1.8 2.5 1.3 0.2

0.2 0.4 0.6 0.8 1.0 1.1 1.2 1.2 1.3 1.7 2.3 2.6 2.2 2.8 2.6 0.9 0.7 0.5 0.2

0.2 0.4 0.6 0.8 1.1 1.2 1.4 1.4 1.6 2.0 3.0 4.3 2.8 0.5 0.9 0.9 2.1 1.2 0.2

0.2 0.4 0.6 0.9 1.2 1.5 1.8 1.9 2.1 2.7 5.1 10.1 4.4 1.7 2.3 1.0 5.9 1.8 0.2

0.2 0.4 0.7 1.0 1.4 1.8 2.2 2.6 2.7 3.1 5.5 10.5 4.5 4.8 3.5 1.0 0.7 0.5 0.1

0.2 0.4 0.6 0.9 1.4 1.9 2.6 3.4 3.1 3.1 3.8 5.1 3.2 9.2 4.6 1.4 0.7 0.4 0.1

0.2 0.4 0.6 0.9 1.4 1.9 2.6 3.1 3.1 3.0 3.7 4.7 3.1 12.0 6.1 2.2 5.3 1.6 0.2

0.2 0.4 0.7 1.0 1.4 1.8 2.2 2.4 2.6 3.0 5.1 9.8 4.6 9.3 6.5 2.0 2.2 1.4 0.2

0.2 0.4 0.6 0.9 1.3 1.6 1.8 1.9 2.1 2.7 5.2 10.8 4.9 7.4 6.3 1.4 0.7 0.5 0.1

0.2 0.3 0.6 0.9 1.3 1.7 1.8 1.7 1.7 2.0 3.1 5.1 3.3 6.3 6.7 1.9 2.0 0.9 0.2

0.2 0.3 0.5 0.8 1.6 3.0 3.3 2.1 1.3 1.4 2.0 3.2 3.6 9.0 7.4 2.5 6.3 1.7 0.3

0.1 0.2 0.4 0.9 2.4 6.5 8.6 3.1 1.4 1.1 1.9 4.4 8.2 4.8 1.4 2.3 4.9 4.2 2.1 3.7 12.0 9.4 2.7 1.4 0.7 0.2

0.1 0.2 0.3 0.7 2.4 6.9 9.4 3.3 1.1 0.8 1.5 4.7 9.5 5.4 1.7 1.5 1.8 1.7 1.9 3.9 11.1 8.8 2.2 0.6 0.2 0.1

0.1 0.1 0.2 0.4 1.9 5.3 6.3 3.2 0.6 0.4 0.9 4.1 6.4 4.8 1.4 0.6 0.5 0.6 0.8 3.6 7.5 6.9 1.8 0.3 0.1 0.1

0.0 0.1 0.1 0.2 1.2 1.7 2.0 1.4 0.5 0.2 0.7 1.5 2.0 1.6 1.0 0.2 0.1 0.1 0.6 1.5 2.3 2.4 1.2 0.2 0.1 0.0

0.0 0.0 0.1 0.2 0.4 0.5 0.5 0.5 0.3 0.2 0.3 0.5 0.4 0.5 0.3 0.1 0.1 0.1 0.2 0.5 0.5 0.5 0.4 0.2 0.0 0.0

0.0 0.0 0.0 0.0 0.1 0.1 0.1 0.1 0.1 0.1 0.1 0.1 0.1 0.1 0.1 0.1 0.0 0.1 0.1 0.1 0.1 0.1 0.1 0.0 0.0 0.0

TYPE AA

TYPE BB

TYPE CC

TYPE DD
TYPE FF & WP

TYPE GG


	Sheets
	A000 - Cover Sheet
	A030 - Existing Conditions - Levels 1 + 2
	A200 - Proposed - Level 1
	A201 - Proposed - Level 2
	A500 - Exterior Elevations
	A501 - Exterior Elevations
	A900 - Photography & Renderings
	A901 - Photography & Renderings


